PANEL PA2

V: 120/208 Bus: 400A Remarks: 1) EQUAL TO SQUARE 'D’ 'NGQOD' Conn. KVA Amps

Ph: 8 Main: MLO PANELBOARD OR EQUAL Sum/Avg 455 126

w: 4 Mtg: SURFACE A 13.8 115

AIC: 22k Poles: 84 B 16.1 134

_ _ _ _ C___156 130 _
CKT FOR Notes CIRCUITING CB LOAD | CKT FOR Notes CIRCUITING CB LOAD B
- SETS | NO SIZE C. Pl A KVA SETS | NO SIZE C. |P] A KVA
1_|LTG: KIT./ DAY/ CORR. 1 2/1] 1 2772 3/4" |1] 20 | 1.59 | 2 |REC: DAY ROOM 1 2/1] 1 271-? 3/4" 11] 20 ] 0.72 a
3 |LTG: COMM/ OFFICES 1 2/1] 12/12 | 3/4" |1] 20 |1.76 | 4 |REC: KITCHEN 1 2/1] 12/12 3/4" |1] 20 ] 0.50 b
| 8 |SPARE - | == —— —— J]1] 20 | 0.00] & |REC: KITCHEN 1 2/1] 12/12 3/4° |1] 20 | 0.50 c
7_|LTG: SITE 1 1 | 2/1] 10/10 i 1/2" 2] 20 |0.60 ] 8 |REC: KITCHEN 1 2/1] 12/12 3/4° 11] 20 .50 a
o |- — =11 —- F—— [0.60 | 10 |REC: KICHEN 1_|2/1] 12712 | 374" [ 1| 20 |[050] b
| 11 _|LTG: SITE 1 1 2/1] 10/10 |- 1/2" 2] 20 |0.89 | 12 |REC: KITCHEN 1 2/1] 12/12 3/4° |1] 20 | 0.18 c
O — =11 — | —— | 0.89 | 14 |REC: KNCHEN T_|2/1] 12/12 | 3/4 | 1| 20 |018] a
18 |LTG: FLAGPOLES 1 1 2/1] 12/12 |1 1/ 2°11] 20 | 0.63 ]| 16 |REC: KITCHEN 1 2/1] 12/12 3/4° |1] 20 ]| 0.18 b
17 _|LTG: EXTR. SIGNAGE 1 2/1] 12/12 3/4" 11] 20 ]1.00 ] 18 |REC: KITCHEN 1 2/1] 12/12 3/4" |1] 20 ] 0.18 [
[10_|REC: WIRELESS ACCESS T_|2/1] 12/12 | 374" | 1| 20 | 0.50 | 20 |RANG T_|2/1] 12/12 | 3/4" | 1| 20 |050] a
21 [REC: ZEP SYSTEM T_|2/1] 12/12 | 3/4" | 1| 20 | 0.18 | 22 |DISHWASHER T_|2/1| 12712 | 3/4 |1| 20 |[050] b
23 |L7G: ELEC. RM. / STAR T_|2/1] 12/12 | 3/4" | 1| 20 | 0.46 | 24 |DISHWASHER T_|2/1] 12/12 | 3/4" |[1| 20 |[050] ¢
25 |CEILING FANS 1 2/1] 12/12 3/4" |1] 20 | 0.50 | 26 |REC: DISPOSAL 1 2/1] 12/12 3/4" |1] 20 ] 0.50 a
27 _|CEILING FANS T_|2/1] 12712 | 3/4" | 1| 20 | 0.50 | 28 |REC: KICHEN ISLAND T_|2/1] 12/12 | 3/4 | 1| 20 |054] b
29 |REC: ELECTRICAL 1 2/1 2/12 3/4" 20 | 0.18 | 30 |ICE MACHINE 1 2/1] 12/12 3/4" 12] 20 .50 [
31 |REC: EXTERIOR 1 2/1 2/12 3/4" 20 1054 32 |—— —= — | —— —= —— - - .50 a
33 |REC: DAYROOM 1 2/1 2/12 3/4° 20 | 0.36 | 34 |REC: DA (RMZ STOR. 1 2/1] 12/12 3/4" |1] 20 ] 0.72 b
35 |FIRE ALARM CTRL PNL 1 2/1 2/12 3/4" 20 | 0.50 | 36 |REC: CONTROL RM 1 2/1] 12/12 3/4" |1] 20 ] 0.72 [
87 _|VENDING MACHINE T _|2/1[12/12 | 374 20_| 0.36 | 88 |REC: CONTROL RM T_2/1| 12712 [ 3/4 | 1] 20 |0.72] a
39 JREC: CONTROL RM 1 2/1 2/12 3/4" 20 | 0.72 | 40 |REC: LOBBY 1 2/ 12/12 3/4" 11] 20 ] 0.90 b
41 |REC: CONTROL RM 1 2/1 2/12 | 3/4° 20 | 0.72 | 42 |REC: MEQI-IZ CORR. 1 2/1] 12/12 3/4" |1] 20 | 0.54 [
. TR g S| 44 |REC: OFFICE 135 T_12/1 12712 [ 3/4 | 1] 20 072 a
48 |REC: OFFICE 1 2/1] 12/12 3/4" 11] 20 ] 0.72 b
AN ) 0% 48 |SPARE — =1 — —— |1 20 [o00[ ¢
49 |LTG: EXTERIOR 1 1 2/1] 10/10 3/4 |1] 20 ]1.13 | 80 |REC: OFFICES 1 2/1] 12/12 3/4" |1] 20 ] 0.72 a
51 | SPARE e - —— 11] 20 | 0.00 ]| 52 |REC: TOILET 112 1 2/1] 12/12 3/4° |11 20 ] 0.18 b
53 |SPARE e - —— 11] 20 |]0.00| 54 |HAND DRYER 1 2/1] 12/12 3/4" |1] 20 | 1.4 c
85 |SPARE e - —— 11] 20 ]0.00]| &6 |REC: RM 111 1 2/1] 12/12 3/4° |1] 20 | 0.54 a
67 |SPARE - | —= - - 20 | 0.00 | &8 REC CONTROL RM 1 2/1] 12/12 3/4" |1] 20 | 0.50 b
89 | SPARE 20 [ 0. 80 LREC. _CONTROL Bl ] V4V, ' v c
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